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MW CLASS K VW1 CSA TYPE
TEW RATED 60 VOLT 105°C UL
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20 GA.BELDON 3L63

CABLE UP TD 4000 FEET

CONTROL PANEL

STANDARD 12 WIRE
818-101

20 GA WRE

MTW CLASS K V-1 CSA TYPE

TEW RATED 660 VOLT 105°C UL,
200 MAXMUM LENTTH

NOTE:

1. DASHED LINES INDICATE CUSTOMER SUPPLIED WIRING
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REMOTE ANNUNCIATOR

TERMINAL STRIP
LOCATED N PANEL

KRDP-110

CHASSIS  BATT

i|

BATT

¢] <]

ESTOP

ESTOP

KROP-110
REMOTE ANNUNCIATOR

MICROPROCESSOR

OPTIONAL AC CONNECTION

MAY BE CONNELT AT THE SAME
A5 DC POWER SUPPLY.

MTW CLASS K VW-1 CSA TYPE

E TINE

16 GA WRE (HINIMU)
HTW CLASS K VW-1CSA TYPE
TEW RATED 608 VOLT 15°C UL
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MW CLASS K VW-1C5A TYPE
TEW RATED 609 VOLT 105°C UL,

CONNECTING WIRE REQUIRED FOR FIELD
INSTALLATION OF REMOTE ANNUNCIATORS
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